JLM MEMORIAL VETERANS HOSPITAL

IMPROVE OUTPATIENT SPECIALTY CLINIC

Construction Documents Submission July 2015
REVISED
DEPARTMENT OF VETERANS AFFAIRS
VHA MASTER SPECIFICATIONS
TABLE OF CONTENTS
Section 00 01 10

DIVISION 00 - SPECIAL SECTIONS DATE
00 05 01 Special Requirements for Work Within a VA Hospital 11-14

DIVISION 01 - GENERAL REQUIREMENTS
01 00 00 General Requirements 10-14
01 33 23 Shop Drawings, Product Data, and Samples 03-12
01 35 26 Safety Requirements 10-14
01 42 19 Reference Standards 09-11
01 57 19 Temporary Environmental Controls 01-11
01 58 16 Temporary Interior Signage 08-11
01 74 19 Construction Waste Management 09-13
01 77 01 Final Cleaning 11-14
01 81 11 Sustainable Design Requirements 02-13
01 91 00 General Commissioning Requirements 06-13

DIVISION 02 - EXISTING CONDITIONS
02 21 00 Site Surveys 05-13
02 41 00 Demolition 04-13
02 82 11 Traditional Asbestos Abatement 07-11
02 82 13.19 Asbestos Floor Tile and Mastic Abatement 07-11
02 83 33.13 Lead-Based Paint Removal and Disposal

DIVISION 03 — CONCRETE (NOT USED)

DIVISION 04 - MASONRY (NOT USED)

DIVISION 05 - METALS
05 50 00 Metal Fabrications 07-14

DIVISION 06 — WOOD,PLASTICS AND COMPOSITES
06 10 00 Rough Carpentry 09-11
06 16 63 Cementitious Sheathing 05-12
06 20 00 Finish Carpentry 06-13

DIVISION 07 - THERMAL AND MOISTURE PROTECTION
07 81 00 Applied Fireproofing 11-11
07 84 00 Firestopping 10-11
07 92 00 Joint Sealants 12-11
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07 95 13 Expansion Joint Cover Assemblies 07-14

DIVISION 08 - OPENINGS

08 11 13 Hollow Metal Doors and Frames 01-13
08 14 00 Interior Wood Doors 10-12
08 31 13 Access Doors and Frames 10-11
08 33 13 Coiling Counter Doors 07-14
08 41 13 Aluminum-Framed Entrances and Storefronts 10-11
08 71 00 Door Hardware 09-14
08 71 13 Automatic Door Operators 06-12
08 71 13.11 Low Energy Power Assist Door Operators 12-13
08 80 00 Glazing 05-14
08 90 00 Louvers and Vents 10-11

DIVISION 09 - FINISHES

09 05 16 Subsurface Preparation for Floor Finishes 04-14
09 22 16 Non-Structural Metal Framing 10-14
09 29 00 Gypsum Board 02-13
09 30 13 Ceramic/Porcelain Tiling 07-14
09 51 00 Acoustical Ceilings 12-13
09 65 13 Resilient Base and Accessories 10-11
09 65 16 Resilient Sheet Flooring 07-13
09 65 19 Resilient Tile Flooring

09 66 23 Epoxy Terrazzo Flooring

09 91 00 Painting 07-13

DIVISION 10 - SPECIALTIES

10 11 13 Chalkboards and Markerboards 10-11
10 11 23 Tackboards 11-11
10 14 00 Signage 11-11
10 21 23 Cubicle Curtain Tracks 11-11
10 26 00 Wall and Door Protection 01-11
10 28 00 Toilet, Bath, and Laundry Accessories 11-11
10 44 13 Fire Extinguisher Cabinets

DIVISION 11 - EQUIPMENT

11 73 00 Ceiling Mounted Patient Lift System 09-14

DIVISION 12 - FURNISHINGS

12 24 00 Window Shades 11-11
12 32 00 Manufactured Wood Casework 11-11
12 36 00 Countertops 06-13

DIVISION 13 - SPECIAL CONSTRUCTION

13 05 41 Seismic Restraint Requirements for Non-Structural 01-14
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DIVISION 14- CONVEYING EQUIPEMENT (NOT USED)
DIVISION 21- FIRE SUPPRESSION
21 05 11 Common Work Results for Fire Suppression 11-09
21 08 00 Commissioning of Fire Suppression System 06-13
21 13 13 Wet-Pipe Sprinkler Systems 05-08
DIVISION 22 - PLUMBING
22 05 11 Common Work Results for Plumbing
22 05 23 General Duty Valves for Plumbing Piping
22 07 11 Plumbing Insulation 05-11
22 08 00 Commissioning of Plumbing Systems 06-13
22 11 00 Facility Water Distribution 01-14
22 13 00 Facility Sanitary and Vent Piping
22 40 00 Plumbing Fixtures 01-14
22 62 00 Vacuum Systems for Laboratory and Healthcare Facilities | 08-12
22 63 00 Gas Systems for Laboratory and Healthcare Facilities 12-10
DIVISION 23 - HEATING, VENTILATING, AND AIR
CONDITIONING (HVAC)
23 05 11 Common Work Results for HVAC 11-10
23 05 41 Noise and Vibration Control for HVAC Piping and 11-10
Equipment
23 05 93 Testing, Adjusting, and Balancing for HVAC 05-11
23 07 11 HVAC and Boiler Plant Insulation 05-11
23 08 00 Commissioning of HVAC Systems 06-13
23 09 23 Direct-Digital Control System for HVAC
23 21 13 Hydronic Piping 09-12
23 31 00 HVAC Ducts and Casings 03-13
23 36 00 Air Terminal Units 03-10
23 37 00 Air Outlets and Inlets 11-09
DIVISION 25 - INTEGRATED AUTOMATION (NOT USED)
DIVISION 26 - ELECTRICAL
26 05 11 Requirements for Electrical Installations 12-12
26 05 19 Low-Voltage Electrical Power Conductors and Cables 07-13
26 05 26 Grounding and Bonding for Electrical Systems 12-12
26 05 33 Raceway and Boxes for Electrical Systems 05-14
26 09 23 Lighting Controls 05-14
26 27 26 Wiring Devices 08-14
26 51 00 Interior Lighting 08-14
DIVISION 27 - COMMUNICATIONS
27 05 11 Requirements for Communications Installations 11-09
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27 05 26 Grounding and Bonding for Communications Systems 10-06
27 05 33 Raceways and Boxes for Communications Systems 12-05
27 15 00 Communications Horizontal Cabling 06-13
27 52 23 Nurse Call and Code Blue Systems 06-13

DIVISION 28 - ELECTRONIC SAFETY AND SECURITY

28 31 00 Fire Detection and Alarm 10-11

DIVISION 31 - EARTHWORK

31 20 00 Earthwork 10-12

DIVISION 32 - EXTERIOR IMPROVEMENTS

32 05 23 Cement and Concrete for Exterior Improvements 05-13
32 12 16 Asphalt Paving 10-09
32 17 23 Pavement Markings 04-10
32 90 00 Planting 10-11

DIVISION 33 - UTILITIES (NOT USED)

ATTACHMENTS
APPENDIX A Construction Indoor Air Quality Management Plan
APPENDIX B Guiding Principle Checklist
APPENDIX C LEED Construction Credits
APPENDIX D Lighting / HVAC Prescriptive Requirements
APPENDIX E Commissioning Plan
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